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Overview

The BB-26 Battery Box may be used to house two 12 VDC, 26 AH batteries.  A dead-front panel is supplied with the 
backbox.  Knockouts are provided to facilitate various installation options.  The BB-26 is designed to be mounted a 
minimum of 6 inches (15.24 cm.) below the Fire Alarm Control Panel.  The backbox dimensions are illustrated below for 
installation. 

Inventory

The BB-26 Battery Box comes with a cabinet, a dead-front panel, and two self-threading screws to secure the front panel 
to the cabinet.

Option

The CHG-75 Charger can also be housed in the battery box.  Refer to the CHG-75 Manual #51315 for installation 
instructions.
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Mounting hole for 
AM-1 or VM-1

CHG-75 Mounting Studs

Ground stud/nut


